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Abstract – This paper investigates overvoltages on the SF6 substation enclosure caused by the switching operation of the interrupter. 
The paper analyzes the amplitude and the overvoltage duration on the substation enclosure. Switching overvoltages take part in the 
everyday drive of HV substations and constitute an undesired phenomenon that may often, beside transient disturbances, lead to 
undesired cases as well. Electrical discharge in the SF6 gas dielectric, caused by very fast overvoltages, spreads from the place of its 
occurrence towards all directions within the substation, which on discontinuities (e.g. connection bushings, cable bushings) also 
includes spreading onto the external side of the enclosure and earthed parts of the substation. Such overvoltages are characterized 
by a very high frequency for which even low inductances represent very high impedances. This paper is focused on simulation options 
of the transient connection GIS-overhead line in simulation software. Literature sources provide a fine description of the physical 
background of the observed phenomena. However, it is difficult to find a model presentation in certain software. Due to this fact, this 
paper shows possible ways of simulating the GIS-air connection with objects in ATP software.
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1. INTRODUCTION
Gas Insulated Substations – GIS have been expressed 
in the recent decades, especially in urban, densely 
populated locations, where dimensional and safety ad-
vantages of gas insulated substations are particularly 
expressed. Low weight, compact design and simple 
maintenance are just a few advantages offered by SF6 
gas insulated substations. Maintenance and repair 
costs are lower compared to classic air insulated sub-
stations. Some of the advantages provided by modern 
gas insulated substations are: 
•	 50% lower fitting space requirements and lower 
weight,
•	 they can be fitted in climatically unsafe areas,
•	 prolonged maintenance intervals and expansion 
possibility.
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An additional, very important advantage of gas insu-
lated substations in comparison with the air insulated 
ones is safety. The safety of gas insulated substations 
is to be observed exclusively from the environmental 
protection aspect. In the closed pressure system design 
of the substation gas leaking is reduced to the stan-
dardized rate of 1% per year, while the other design (a 
hermetically closed system) does not require gas filling. 
The safety of people exposed to the substation, due to 
the fact that substations are located in inhabited areas, 
represents the second type of safety. Beside its unques-
tionable advantages, GIS also has its disadvantages. 
One of the main negative phenomena in gas insulated 
substations is the occurrence of very fast transients – 
VFT, whereat we differ between the so-called internal 
and external overvoltages [1]. External overvoltages re-
fer to voltages between the enclosure and other parts 
of the substation (earth switch, earth, etc.), as well as to 
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voltages transferred to overhead lines and cables out-
side the substation.
Internal overvoltages refer to the voltages between 
the enclosed busbar towards other parts of the substa-
tion (earth switch, earth, enclosure, etc.). These over-
voltages are caused by switching operations within 
GIS. One of the most frequent causes of overvoltages 
refers to switching operations of the disconnector in 
the uncharged state. To exemplify this, the opening op-
eration of the disconnector with equivalent circuits for 
the capacitance circuit may be observed, Figure 1. This 
matches the opening operation of a part of the sub-
station (e.g. single-line field) in the uncharged state, 
because it refers to the opening operation of low ca-
pacitance currents. While the disconnector is closed, 
terminals on the source side and the load side (capaci-
tance in Figure 1) are at the same potential. When the 
disconnector contacts get disconnected during the 
opening, the terminal on the source side remains at the 
source potential. The terminal on the load side stays at 
the potential that matches the capacitor voltage at the 
moment of contacts being disconnected. So, the dis-
connector terminal potential on the load side almost 
immediately changes its amount.
Fig.1. Capacitive circuit opening (explanation of 
internal overvoltages generation)
This actually matches the immediate voltage change 
in the beginning of the substation’s part being opened. 
As the change occurs very fast (almost immediate volt-
age increase/decrease), surge phenomena in the sub-
station’s part being opened appear, i.e. a current-volt-
age surge spreads through the substation’s part being 
opened. Due to relatively slow movements of discon-
nector contacts, dozens of such immediate potential 
(voltage) changes in the beginning of the substation’s 
part being opened occur during a single switching 
operation [1]. Switching overvoltage phenomena and 
their occurrence manners are well described in litera-
ture [1, 2, 3, 4]. Measuring such phenomena is techni-
cally very demanding due to very fast occurrences and 
high voltages, so the accent in investigating these phe-
nomena is placed on simulations in various software 
programs, whereat correct simulation of individual GIS 
elements is of great importance. With elements being 
properly simulated, the simulation results will match 
the real phenomena at a suitable level. In [1, 2, 3, 4, 5, 6, 
7, 8, 9] a fine model presentation of individual GIS ele-
ments was provided for numerical simulations. Howev-
er, literature sources lack a detailed presentation of nu-
merical values calculations of simulated GIS elements’ 
parameters. Furthermore, no detailed ways of connect-
ing the models in one of the simulation programs were 
provided. Due to these facts, this paper focuses on a 
more detailed presentation of model parameters cal-
culation and ways of connecting in the ATP (Alternative 
Transient Program) software. For a more detailed simu-
lation presentation, a GIS busbar with the transition to 
the overhead line and ground lead with a ground strap 
are observed here. This GIS part was chosen because 
several GIS elements (busbar, closed interrupter, closed 
disconnector, ground lead), as well as connection lines 
and cables, are simulated as transmission lines with 
distributed parameters [1]. This detailed presentation 
of the GIS busbar simulation is provided in the case of 
observing external transient overvoltages. A part of GIS 
elements (open circuit breaker and disconnector, trans-
former, earthing, ground lead) [1] are presented with 
concentrated parameters in which there are usually no 
doubts related to the use of an equivalent circuit. After 
this detailed presentation of the GIS busbar simulation, 
the second part of this paper presents the influence of 
certain parameters on external transient overvoltages.
This paper stresses the utilization of possibilities of the 
ATP-EMTP program for simulating these phenomena.
2. OCCURRENCE AND SPREADING OF A VOLTAGE 
SURGE ON THE GIS BUSBAR
Surge phenomena occur due to fast voltage changes 
on one end of the GIS busbar even with short busbar 
lengths (a few meters). The GIS busbar may therefore 
be simulated as a transmission line with distributed 
parameters. The voltage surge occurs due to a sud-
den potential change of one end of the GIS busbar as 
a result of the switching operation. As the busbar po-
tential changes, the voltage between the busbar and 
the internal side of the GIS enclosure changes as well. 
The voltage surge occurring within the GIS enclosure 
spreads from the place of its occurrence through the 
busbar as the first line and the internal side of the en-
closure as the second line. This is an incidence wave. At 
the termination point (connection bushing) from the 
GIS busbar onto the external connection line this surge 
transfers to the external side of the enclosure and the 
connected overhead line. A part of the incidence wave 
spreads along the external side of the enclosure as the 
first line and along the earth as the second line. This is 
the transient wave onto the external side of the enclo-
sure. A part of the surge also spreads along the over-
head line conductor as the first line and along the earth 
as the second line. This is the transient wave onto the 
connected overhead line. Thus, at the termination point 
from the gas insulated substation onto the overhead 
line reflection, transfer and other surge phenomena oc-
cur. These surge phenomena occur because the three 
lines (busbar-internal side of the enclosure, external 
side of the enclosure-earth and overhead line-earth) 
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have different surge impedances and surge propaga-
tion velocities. This description of surge phenomena is 
shown in Figure 2.
Fig.2. Voltage surges on a GIS-overhead line 
connection
2.1. Transient enclosure voltage
As the surge spreads along the line consisting of the 
external enclosure and earth and due to the earthing 
resistance, the external side of the enclosure reaches 
a certain potential according to the reference point 
(earth) with zero potential. Thus, on the GIS busbar 
enclosure voltage towards earth occurs. This happens 
due to the change velocity of the voltage that caused 
voltage surge propagation. As this phenomenon oc-
curs very fast, frequencies of induced voltages will be 
measured in MHz. The literature states frequencies in 
the amount of 100 kHz – 50 MHz [1]. At these frequen-
cies, the earthing impedance (especially the inductive 
component) reaches high values and the enclosure acts 
as if being non-earthed although it is earthed. This ap-
plies to short overvoltage duration. After the transient 
phenomenon is completed, the enclosure reaches the 
earth potential because it is earthed.
3. MODELING CERTAIN GIS PARTS
3.1. Enclosed busbar, transfer GIS-overhead 
line and overhead line
Figure 3 shows the sectional view of the GIS busbar 
and connection to the overhead line, as well as the 
equivalent circuit with transmission lines.
As mentioned earlier, due to fast voltage changes 
electromagnetic surges occur during switching opera-
tions. Due to accentuated surge phenomena, in cal-
culations the substation is modeled with distributed 
parameters transmission lines. [1] states that these 
transmission lines may be modeled as lossless lines. In 
Figure 2, it can be noticed that there are three transmis-
sion lines: busbar-to-enclosure line, enclosure-to-earth 
line and overhead conductor-to-earth line. At the mo-
ment of a disruptive discharge or an interruption be-
tween the disconnector D contacts (Figure 3), a voltage 
surge between the busbar and the enclosure forms. 
This surge travels between the busbar and the enclo-
sure towards the overhead line. Spreading of this surge 
is determined by L
BE
 (unit inductance) and C
BE
 (unit ca-
pacitance) parameters defined by mutual geometry of 
the busbar and the enclosure. At the GIS-to-overhead 
line junction point, this incidence surge is reflected and 
refracted. A part of the surge passes onto the overhead 
line and continues to spread along the overhead line. 
Spreading of this surge is determined by unit induc-
tance (L
L
) and capacitance (C
L
) of the line that depend 
on the geometry and the position of the conductor 
with regard to earth. The other part of incidence surge, 
at the GIS-to-overhead line junction point, passes onto 
the external side of the enclosure and continues to 
spread between the enclosure and earth. The way in 





rameters that depend on the geometry and position of 
the enclosure with regard to earth.
Based on such physical description of surge phenom-
ena, a model was made in the ATPDraw 5.5 program. 
In ATP, there are several blocks by means of which the 
overhead line may be modeled. These blocks are: dis-
tributed transposed lines and untransposed lines and 
LCC (Line and Cable Constants). In this paper, the case 
shown in Figure 3 was modeled in two ways, i.e. by 
means of distributed lines blocks and LCC blocks.
3.2. Ground leads and straps
[1, 2, 8] refer to two ways of modeling ground lead 
and strap. The first way is modeling with concentrated 
parameters and the second one is modeling with lines 
with distributed parameters, whereat it is stated that 
the way of modeling the earth line affects the results 
more significantly than the way of modeling the earth-
ing. At high frequencies the earthing takes on high im-
pedance, so only a small part of the earthing, closest 
to the surge entrance point, takes part in the voltage/
current surge diversion. For ground lead modeling, al-
though shorter, models with distributed parameters 
are recommended due to high frequencies, whereat 
Fig.3. Connection of the GIS-overhead line and 
equivalent with transmission lines
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the specific nature of ground lead, which refers to its 
position with regard to earth, is stressed. Ground lead 
usually goes from the enclosure towards the earthing 
perpendicularly to earth. Due to this fact, ground lead 
is a line with distributed parameters that vary in each 
point, depending on the point height on the ground 
lead. Thus, the surge travelling along ground lead actu-
ally encounters constant variations in surge impedance 
along ground lead. [1, 2] state that the surge imped-





z : : := c m (1)
whereby h refers to the average height above earth 
of the vertical ground lead and r refers to the ground 
lead radius (earthing strap or round conductor radius). 
In [1], the recommendation for sectioning the ground 
lead into several parts was given. After ground lead is 
divided into several parts, each part is modeled by a 
line with distributed parameters. Surge impedance of 
each part is calculated according to expression (1) with 
the average above-earth height of each section.
4. MODELING IN ATPDraw 5.5.
Based on the aforementioned considerations and Fig-
ure 3, lines with distributed parameters that are to be 
modeled in ATP may be presented as shown in Figure 4.
Fig.4. : Surge phenomena at the GIS-overhead 
conductor junction
From Figure 4 it is visible that the busbar and en-
closure-to-earth voltages and the in-between volt-
ages shall be determined by the propagation of two 
surges: busbar-to-enclosure surge and enclosure-to-
earth surge.
4.1. Frequency, time step, calculation time
[1] states the following expression for the response 
frequency (in MHz) of the lossless distributed param-





where l refers to the duct length. Unit resistance and 
unit inductance significantly depend on the frequency, 
whereby they are calculated in the same way as induc-
tive and capacitive resistances. Thus, while modeling, it 
is important to select the frequency at which line pa-
rameters are calculated. Here the calculation frequen-
cy is selected according to (2). The expression for the 





According to [1], the time step in ATP must be equal 
to or less than one-half the shortest transit time. Thus, 






According to [1], the duration of the observed tran-
sient phenomena is in the range of a few hundred 
nanoseconds. Here the selected simulation interval 
equals 1μs.
4.2.  Instantaneous change in voltage 
The ATP database contains a Source Ramp block. One 
of its terminals is earthed. For modeling an instanta-
neous voltage phenomenon between the busbar and 
the enclosure, the ideal 1:1 transmission ratio of the 
transformer was used. The Source Ramp block was con-
nected to the transformer primary, and the beginning 
of the distributed parameter line between the busbar 
and the enclosure to the secondary. The resistor in se-
ries with the source has very small values (1E-6Ω) and 
does not affect the results. It was selected due to the 
ATP operating conditions (without it, the program re-
ports an error).
4.3.  Busbar-to-enclosure transmission line and 
enclosure-to-earth transmission line
For this and all other transmission lines two models 
were made: modeling the transmission line with the 
LCC block (model A) and modeling the transmission 
line with the Distributed parameter line block (model 
B). Model A modeling (with the LCC block) was made by 
selecting the “Enclosing Pipe in Air” option along with 
the Bergeron line model. At creating the LCC model, 
the program, with such settings, calculates and shows 
unit line parameters (Z1 and Y1 matrix), surge imped-
ance (Zc), propagation velocity on the line and transfor-
mation matrices and modal parameters in multi-phase 
lines. By means of the LCC block the busbar-to-enclo-
sure line and the enclosure-to-earth line were modeled 
here as one line and the other line. Regarding the enclo-
sure-to-busbar line, data on dimensions of the busbar 
and the enclosure, as well as the height above earth of 
the enclosure were entered. Regarding the enclosure-
to-earth line, data on the enclosure dimensions and the 
height above earth of the enclosure were entered. Both 
of these lines were modeled as a single-phase line, the 
busbar-to-enclosure line not being earthed. Such mod-
eling with two single-phase lines can be explained by 
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a detailed observation of the calculation manner and 
the way the ATP blocks were applied. If in ATP the LCC 
block is used for modeling the pipe conductor as a two-
phase line with the Bergeron model, the calculation re-
sult shows the following one. Modal surge impedances 
and modal propagation velocities of this two-phase 
line equal surge impedances and propagation veloci-
ties for two single-phase lines, i.e. a single modal surge 
impedance and propagation velocity equal the surge 
impedance and the propagation velocity for a single 
pipe conductor. The second modal surge impedance 
and propagation velocity equal the surge impedance 
and propagation velocity for a line modeled in a pipe 
above earth. As the modal analysis calculates voltage 
surges in each mode for a single mode independent of 
the other, it is to be concluded that modal voltage surg-
es spread independently of one another. This matches 
a single surge travelling throughout the line with a 
single pipe conductor, while the other surge travels 
throughout the pipe above earth. Regarding model 
B (with the Distributed parameter line block), data on 
modal components were entered, which refer to modal 
unit resistances, modal surge impedances and modal 
propagation velocities. These data were not calculated 
“manually”, but were taken from calculations obtained 
by means of LCC objects. References [2, 6, 3 and 4] pro-
vide expressions for calculating unit capacitances and 
inductances of the enclosed GIS busbar. However, the 
advantage of calculating these parameters in ATP was 
used here. In model B, the busbar-to-enclosure line was 
modeled as a two-phase line with the busbar as one 
and the enclosure as the other phase. Parameters for 
the two-phase line in the model B may be obtained by 
calculating surge impedances and propagation veloci-
ties for two single-phase lines from model A or by cal-
culating modal surge impedances and propagation ve-
locities for a two-phase line. However, if the two-phase 
line from model B is modeled with the LCC block as a 
two-phase line, the pipe conductor will not deliver the 
expected result (enclosure potential equals zero). This 
is so due to the fact that in the pipe conductor model 
ATP does not model the pipe as the second phase con-
ductor, although the two-phase block option is on. This 
also applies to modeling a two-phase line as a single 
core cable. It is also not possible to use any available 
line model in ATP for modeling a two-phase line con-
sisting of two concentric conductors.
4.4.  Overhead transmission line
For model A in the LCC block Overhead line was se-
lected and the line geometry and height above ground 
was entered along with selecting the Bergeron line 
model. Block parameters (unit and surge impedance, 
propagation velocity) in model B were taken from the 
Bergeron model calculation of the LCC block. In both 
cases the overhead line was modeled as a single-phase 
line. For the voltage transfer between the busbar and 
the enclosure, an ideal transformer with the 1:1 trans-
mission ratio was used at the beginning of the over-
head line.
4.5.  Transmission ground lead line
As the LCC block does not provide the possibility 
of setting up a vertical line, for model A, as well as for 
model B, ground lead was modeled by means of the 
Distributed parameter line block, where it was used as 
a lossless line with surge impedance according to [1]. 
The propagation velocity amounted to 96% of the light 
velocity (v= 0,96·c), as recommended by [1]. This line 
was connected to the end of the enclosure-to-earth 
line.
Fig.5. ATP diagram for model A (with LCC blocks)
60 International Journal of Electrical and Computer Engineering Systems
4.6.  Earthing transmission line
In model A, the earthing was modeled by means of 
the LCC block as a single core cable without a sheath 
and display, in the ground. Also, the Bergeron line 
model was used as a single-phase line. In model B, the 
earthing was modeled by means of the Distributed pa-
rameter line block, with parameters’ values being taken 
from LCC model calculations.
4.7.  ATPDraw 5.5. diagram
Based on the facts described in parts 4.2.-4.6., Fig-
ures 5 (for model A) and 6 (for model B) show an ATP 
model of a simple GIS case from Figure 2. In model A, 
the busbar-to-enclosure transmission line is modeled 
by means of two single-phase lines, whereas model B is 
modeled with one two-phase line.
Fig.6. ATP diagram for model B (with Distributed untransposed parametar line blocks)
Simulations were carried out for the case related to 
low voltage tests [1] with the source voltage increase 
amounting to 100 V in the period of 4 ns and the source 
resistance amounting to 75 Ω. Regarding the data 
shown in Table 1, model A (Figure 5) and model B (Fig-
ure 6) simulations were carried out. A part of waveforms 
obtained through simulations is shown in Figures 7-21. 
Figures 7-16 show a comparative presentation of the 
same voltages obtained by means of both models.
Fig.7. Voltage between the busbar and the 
enclosure at the beginning of the busbar-to-
enclosure line (model A)
Fig.8. Voltage between the busbar and the 
enclosure at the beginning of the busbar-to-
enclosure line (model B)
5. SIMULATION RESULTS AND RESULT ANALYSIS
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Fig.9. Enclosure voltage towards earth 
at the GIS-to-overhead line junction point 
(model A)
Fig.10. Voltage between the busbar and the 
enclosure at the Enclosure voltage towards earth at 
the GIS-to-overhead line junction point (model A)
Fig.11. Enclosure voltage towards earth 
at the GIS-to-overhead line junction point 
(model B)
Fig.12. Voltage between the busbar and the 
enclosure at the Enclosure voltage towards earth at 
the GIS-to-overhead line junction point (model B)
Figures 7-12 were obtained for the basic data provided in Table 1.
Table 1. Basic input data for the simulation and results for the transmission line models
GIS busbar
Internal busbar radius RSU [m] 0.0383 
External busbar radius RSV [m] 0.051
Internal enclosure radius ROU [m] 0.1459
External enclosure radius ROV [m] 0.1535
Busbar length lS [m] 10
Specific resistance of the busbar ρS [Ωm] 1.543·10
-8
Specific resistance of the enclosure ρO [Ωm] 2.65·10
-8
Height above earth H [m] 2
Overhead line
Conductor radius RNV [m] 0.01
Height of the tower top HV [m] 15
Heights in the middle of the midspan sag HVM [m] 10
Length lNV [km] 5
DC unit resistance of the conductor RV [Ω/km] 0.2374
Earth Specific earth resistance ρZ [Ωm] 100
Ground lead Length lZV [m] 2Strap width dZV [m] 0.04
Ground strap
Length lUZ [m] 25
External diameter RUZ [m] 0.04
Specific resistance ρUZ [Ωm] 2.65·10
-8
MODELS OF DISTRIBUTED 
PARAMETERS TRANSMIS-
SION LINES (calculation 
results in ATP for the 
Bergeron line model)
Busbar-to-enclosure
Frequency for the parameter calculation fSO [Hz] 7.5·10
6
Surge impedance ZSO [Ω] 63.032
Propagation velocity vSO [m/s] 2.9975·10
8




Frequency for the parameter calculation fNV [Hz] 15 000
Surge impedance ZNV [Ω] 571,48
Propagation velocity vNV [m/s] 2.4393·10
8
Earthing
Frequency for the parameter calculation fUZ [Hz] 3·10
6
Surge impedance ZUZ [Ω] 152,53
Propagation velocity vUZ [m/s] 1.5848·10
8
Ground lead Surge impedance ZUZ [Ω] 255Propagation velocity vUZ [m/s] 3·108
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As literature sources state that, due to high frequen-
cies, lossless lines may be used, these neglecting ef-
fects are investigated in this paper as well. Figures 13 
and 14 show enclosure-to-earth voltages at the GIS-
to-overhead line junction point when line losses are 
neglected, for both ATP models. Figures 15 and 16 
show busbar-to-earth voltages at the beginning of the 
busbar-to-enlosure line for modeling lossless lines. In 
model A, the lossless line is modeled by setting the 
earth resistance to zero and the specific values of bus-
bars, pipes and the overhead line to a very low value 
(value range amounting to 10-18). In model B, the loss-
less lines are modeled by setting the model’s operating 
resistance to zero. In model B, the propagation veloci-
ties from the previous LCC block calculation are kept. 
These simulations were carried out with the simulation 
duration amounting to 5 μs.
Fig.13. Enclosure-to-earth voltage at the 
GIS-to-overhead line junction point 
(model A), lossless
Fig.14. Enclosure-to-earth voltage at the 
GIS-to-overhead line junction point 
(model B), lossless
Fig.15. Voltage between the busbar and the 
enclosure at the beginning of the busbar-to-
enclosure line (model A), lossless
Fig.16. Voltage between the busbar and the 
enclosure at the beginning of the busbar-to-
enclosure line (model B), lossless
Fig.17. Enclosure-to-earth voltage 
at the GIS-to-overhead line junction point 
(model A), 5 m GIS
Fig.18. Enclosure-to-earth voltage 
at the GIS-to-overhead line junction point 
(model A), RL earthing
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Furthermore, Figure 17 shows the enclosure-to-earth 
voltage at the GIS-to-overhead line junction point for 
the GIS busbar being two times shorter and all other 
parameters remaining the same as in Figure 7, model 
A. Figure 18 shows the same voltage for modeling the 
earthing with concentrated R and L parameters with all 
other parameters equal to the initial ones, for model A.
Figure 19 shows the enclosure-to-earth voltage at 
the GIS-to-overhead line junction point for a three 
Fig.19. Enclosure-to-earth voltage at the GIS-to-
overhead line junction point (model A),  
15 km overhead line
Fig.20. Enclosure-to-earth voltage at the GIS-to-
overhead line junction point (model A), 0.5 km 
overhead line
times longer overhead line, and Figure 20 for ten times 
shorter overhead line than the initially observed one, 
for model A. Figure 21 shows this voltage for the case 
involving sectioning the earth line with regard to 
height into four equal parts. Figure 22 shows the volt-
age between the enclosure points at the beginning 
and at the end of the busbar-to-enclosure line - both 
figures are simulated by means of model A.
Fig.21. Enclosure-to-earth voltage at the GIS-to-
overhead line junction point (model A), sectioned 
ground lead
Fig.22. Voltage between different points 
along the enclosure (model A), 
sectioned ground lead
By comparing the matching waveforms in Figures 
7-11, insignificant differences between models A and 
B may be noticed. The most significant difference refers 
to the momentary values of the enclosure voltage (Fig-
ures 9 and 10). Model A provides somewhat higher val-
ues of the enclosure-to-earth voltage. The difference 
between models is more expressed in the case related 
to modeling with lossless lines. Both models result in 
the enclosure voltage that lasts longer and has larger 
oscillations if compared to modeling with lines with 
losses. Also, model B in this case provides a somewhat 
longer duration and larger voltage oscillations than 
model A (Figures 13 and 14). These expressed oscilla-
tions may be explained by the fact that operating resis-
tances that attenuate such oscillations are missing. The 
highest values of the enclosure voltage remain close to 
the values for modeling with lines with losses. Gener-
ally, if losses are neglected, the transient phenomenon 
obtained by simulation is prolonged. By comparing 
Figures 9 and 17 it may be concluded that the busbar 
length has insignificant effects on the highest values of 
the enclosure voltage. This conclusion is to be carefully 
considered, because the enclosure voltage is signifi-
cantly influenced by the GIS configuration. Modeling 
the earthing with concentrated parameters shortens 
the enclosure voltage duration, whereby the highest 
value is somewhat higher, as noticeable from the com-
parison of Figures 9 and 18. In modeling concentrated 
parameters earthing oscillations are more expressed, 
but their amplitudes are smaller. From Figures 9, 19 
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and 20 it is visible that the length of the connected 
overhead line does not affect the enclosure voltage. By 
comparing Figures 9 and 21 it can also be concluded 
that sectioning the ground lead into several transmis-
sion lines in this case has no effect on the enclosure 
voltage. This probably results from a shorter ground 
lead length and a very simple GIS example. Figure 21 il-
lustrates that there is a potential difference, i.e. voltage, 
along the enclosure itself. This results from the fact that 
the observed phenomenon is a waveform one. Due to 
the final propagation velocity, different points along 
the enclosure will also have different potentials at the 
same moment.
By comparing increasing source voltage values with 
the highest enclosure-to-earth voltage values, it can be 
concluded that the enclosure voltage amounts to 40-
50% of the source voltage, in the case of a simple GIS 
structure in question.
The obtained waveforms are of similar shape, as in 
[1]. Therefore, the proposed models can be used for ob-
servation of internal overvoltages in the case of a sim-
ple GIS busbar. Additional comparisons of simulated 
results and measurement data are needed to confirm a 
general application of the proposed model.
6. CONCLUSION
The basic purpose of this paper refers to an addi-
tional clarification of modeling a simple GIS busbar in 
the ATPDraw simulation program. Two ways of model-
ing with program blocks are presented. One way refers 
to modeling the busbar-to-enclosure transmission line 
by means of two single-phase lines. The other way is 
modeling by means of a single two-phase line. These 
models were developed by observing physical phe-
nomena during a sudden busbar potential change 
caused by switching operations. The biggest problem 
with developing these models refers to the selection 
and the way of connecting the blocks in ATP. A simple 
case of transferring the GIS busbar to an overhead line 
was taken into consideration, as there were many un-
clarities with modeling this transfer. This results from 
the fact that the literature dealing with such phenom-
ena are mostly concerned with physical-mathematical 
modeling of individual GIS parts. However, it is very dif-
ficult to find a model portrayed in a certain program 
in any of them. This fact makes the exploration of such 
phenomena very difficult. Additional tests, simulations 
and comparisons with measured data are needed for 
models evaluation. The main purpose of this paper is to 
give details of a model of a simple GIS busbar that are 
not visible in most of the literature.
Due to its complexity (waveform phenomena), GIS 
modeling for observing specific phenomena is ex-
tremely complex. By analyzing simulation results, it can 
be concluded that such models and simulations allow 
a more detailed insight into an observed phenomenon. 
By means of such simulation models it is possible to in-
vestigate the influence of individual phenomena on 
the potential rise of the GIS enclosure. Based on the 
results of such simulations, further measures for de-
creasing the potential rise of the GIS enclosure may be 
suggested. For further investigations of these phenom-
ena, more simulations in programs dealing with elec-
tromagnetic fields are to be deployed.
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